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Polish the stem if necessary using a fine grade of
emery cloth.

Similarly, examine and polish the upperbushing (in
the bonnet) and the lower guide (in the seat ring).
Reinstall the spool assembly.

Reassemble the valve, following Steps 12 thru 17 in
Procedure A.

PROCEDURE C: SEAT DISC REPLACEMENT

PROCEDURE D:

Perform Steps 1 and 2 of Procedure B, above.
With the spool assembly removed from the body,
remove the seat retainer screws.

Slide the seat retainer off the lower end of the stem.
Remove the seat disc from its groove in the spool.
NOTE: The seat disc may fit quite tightly in the
groove.Ilfnecessary,itmaybe priedout using a thin-
bladed screwdriver or similar tool.

Install the new seat disc in the groove.

Reinstall the seat retainer and tighten the seat re-
tainer screws.

Reassemble the valve, following Steps 5 and 6 of
Procedure B.

SEAT RING REPLACEMENT

NOTE: Itis rare for a seat ring to require replacement.
Minor nicks and scratches in the seating surface can
usually be smoothed out with emery cloth.

1.

2.

Perform Steps 1 and 2 of Procedure B, above.

If you are working on a4" or smaller valve, follow
Steps 3 thru 9, below.

If you are working on a 6" or larger valve, follow
Steps 10 thru 16, below.

&

10.

11.

12.

13.

14.

15.
16.

Seatringsinvalves4" and smallerare threadedinto
the valve body. Toremove, you will need a special
seatring tool. You may fabricate one using standard
pipe as shown in the sketch below, or one may be
purchased from OCV.

Usingthe seat ring tool, unthread the seatring from
the body.

Remove the old o-ring from the counterbore in the
body.

Install the new o-ring in the counterbore.

Using the seat ring tool, install the new seat ring.
Reassemble the valve, following Steps 5 & 6 of
Procedure B.

Seatringsinvalves 6" and largerare bolted intothe
body with socket head capscrews. In addition you
will note that the seat ring is equipped with addi-
tionalthreadedholesthat may be used for “jacking”
the seat ring out of the body.

Remove the socket head capscrews.

Remove the old seat ring from the body by tempo-
rarily installing two or more of the capscrewsinthe
“jacking” holes.

Install a new o-ring in the groove of the new seat
ring. Lubricate the o-ring and outer seat ring wall
with Vaseline® or similar lubricant.

Install the new seat ring in the body, making sure
that the capscrew holes line up.

Replace and tighten all the capscrews.
Reassemble the valve, following Steps 5 and 6 of
Procedure B.

THRUHOLE A/R
/ FOR CROSS BAR
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_—"E"SLOTS @ "F"DEGREES
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A" "B" “c D " "Fr
VALVE SIZE] PIPE SIZEfMIN. LENGTH| SLOT WIDTH] SLOTDEPTH] NO. OF SLOTS | SLOT SPACING
1-1/4" 3/4" 65" 3/8" 3/8" 2 180°
1172 374" 6" 3/8" 3/8" 2 1807
2" 1-1/2" I8 3/8" 3/8" 2 180"
2-1/2" 2" 8" 12" 172" . 120°
3 2-1/2" g" 5/8" 5/8" 2 180"
4" 3" 16" 5/8" 5/8" 4 180"
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VALVE SIZE
2 3 4 6
8.75 1875 L0/13.00, - -
8.50 | 8.50 | 9.38(10.50|12.00|15.00/17.75
8.75 18751988 /11.12/12,75/15.62[18.62
1.44 1.69,188}225| - -
23112 3.00!3.503.75 | 450 5.50
2.62 | 3.06 3.25/3.75]4.12 | 5.00 6.25
4.38 | 4.38 6.001650 | - -
4.25 6.00 | 6.00 | 7.50{10.00
4.38 5.00 6.38 | 6.38 | 7.81/10.50
3.1213.12 13.88,4.00| 450 | - -
3.00 | 3.00 | 3.88 | 4.00 | 4.00 | 5.50 | 6.00
3.25 132514121438 438 | 581/650
6.00 | 6.00 16.00  7.00 | 6.50 | 7.92 [10.00
3.88 | 3.88 |3.88| 3.88 | 3.88 | 3.88 | 3.88
6.00 | 6.00 |6.75| 7.69 | 8.75 | 11.75/14.00
10.00/10.00/11.00{11.00{11.00] 12.00/13.00

NOTE: 3" VALVE DIMENSIONS
ARE FOR NEW MODEL 3100
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installation, operating,
and
maintenance instructions

pressure reducing
pilot

model 1340

GENERAL DESCRIPTION

The Model 1340 Pressure Reducing Pilot is a normally-
open, direct-acting, spring-loaded, diaphragm-type con-
trol pilot. As the primary control pilot for the OCV
Series 127 control valves, it is designed to maintain a
constant preset discharge pressure from the main valve.
It is a constant throttling device, maintaining precise,
positive control of the main valve.

The 1340 may also be used by itself as a downstream
pressure regulator.
The 1340 is available in bronze or stainless steel con-
struction and with 3/8 NPT or 1/2 NPT end connections.
The 1340 is available with four different adjustment
ranges:
5-30 psi
20-80 psi

65-180 psi
100-300 psi

FUNCTIONAL DESCRIPTION

The 1340 controls the pressure in the diaphragm cham-
ber of the main valve, hence the degree of opening or
closing of the valve. The downstream pressure is sensed
under the diaphragm of the pilot and is balanced against

an adjustable spring load. As the downstream pressure
decreases below the set point, the pilot opens wider,
decreasing the pressure in the diaphragm chamber of the
main valve, opening the valve a proportionate amount.
Conversely, as downstream pressure increases above
the set point, the pilot closes further, increasing the
pressure in the diaphragm chamber of the main valve,
closing the valve a proportionate amount. The net result
is a constant modulating action of the pilot and main
valve, keeping the downstream pressure at the set point
within very close limits.

INSTALLATION AND ADJUSTMENT

The 1340 is normally installed in the main valve control
piping between the ejector and the downstream body
tap. Flow must be in the direction indicated. In most
cases, a sense line is factory installed between the
diaphragm sense port and the downstream pilot body
side port, as shown in the drawing. The pilot can also be
remote sensed by running a line (typically 1/4" O.D.
tubing) from the 1/8 NPT connection under the pilot
diaphragm to the desired downstream point where the
pressure control is desired.

e-mail: sales@controlvalves.com/ website: www/controlvalves.com
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model 1340 pilot
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Pressure adjustment is made by means of the single
adjusting screw:

Clockwise adjustment increases downstream
pressure.

Counterclockwise adjustment decreases
downstream pressure.

MAINTENANCE

Required maintenance of the 1340 is minimal. Fittings
and bolts should be periodically checked, and the body
should be inspected for damage or excessive buildup of
foreign material.

TROUBLESHOOTING

Other than improper adjustment, there are basically only
three malfunctions which can occur with the 1340 pilot.
These, and the symptoms they can cause, are as follows:

1. PILOT DIAPHRAGM RUPTURED: Results in
failure of the main valve to close and/or down-
stream pressure that is too high. A ruptured pilot
diaphragm will be evidenced by leakage through
the vent hole in the pilot bonnet.

2. PILOT SEAT DISC DETERIORATED: Results
in adownstream pressure that drifts too high under
dead-end (zero flow) conditions.

3. PILOT STEM BINDING: Typically results in
poor pressure control, though in extreme cases, it
can result in failure of the main valve to open or
close.

REPAIR PROCEDURES

Refer to the 1340 assembly drawing for parts identifica-
tion.

A. DIAPHRAGM REPLACEMENT

1. Prior to disassembling the pilot, turn the adjusting
screw (10) fully counterclockwise until it is loose
enough to be turned with the fingers.

2. Remove the four bonnet capscrews (17).

3. Remove the bonnet (2). Set the spring (9) and
spring retainers (11) aside in a safe place.

4. Remove the plug (4) from the bottom of the pilot.

5. Using a 7/16" socket as a backup on capscrew
(12), remove hex nut (16), lockwasher (22), upper
diaphragm plate (8) and o’ring (20).

6. Remove old diaphragm (5).

10.
1.

Inspect both diaphragm plate o’rings (20). Re-
place if necessary.

Place new diaphragm on stem (7).

Replace upper diaphragm plate (8), o’ring (20),
lockwasher (22) and hex nut (16). Tighten se-
curely.

Reinstall plug (4).

Hold spring (9) and spring retainers (11) together
in the proper orientation, and insert them into the
bonnet (2).

. Place the bonnet over the adapter, and insert the

bonnet capscrews (17). Tighten securely.

. Place valve back in service, following the startup

and adjustment procedures given in the main por-
tion of this manual.

SEAT DISC REPLACEMENT

. Follow Steps 1 through 4 under DIAPHRAGM

REPLACEMENT, above.

. Using a 7/16" socket as a backup on capscrew

(12), remove hex nut (16), lockwasher (22), dia-
phragm plates (8) and o’rings (20).

. Remove stem (7) and seat disc (12) through bot-

tom of pilot.

Remove capscrew (12), seal washer (13) and old
seat disc (6).

Place new seat disc, new seal washer and capscrew
(12) on stem. Tighten securely.

Reinsert stem through bottom of pilot.

Reinstall diaphragm plates (8), o’rings (20), dia-
phragm (5), lockwasher (22) and hex nut (16).
Tighten securely.

Reassemble pilot following Steps 10 through 13
under DIAPHRAGM REPLACEMENT, above.

. STEM REPAIR
. Follow Steps 1 through 3 under SEAT DISC

REPLACEMENT, above.
Inspect stem and o’ring (21) carefully.

. Remove any foreign material or light scratches

from the stem with a fine grade of emery cloth. A
badly scored stem should be replaced.

Replace o’ring (21).

. Lubricate the o’ring and stem liberally with

Vaseline® or similar lubricant.

Reassemble pilot following Steps 6 through 8
under SEAT DISC REPLACEMENT, above.

e-mail: sales@controlvalves.com / website: www/controlvalves.com
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REF DWG NO'S

TEM PART NO QT DESCRIPTION MATERIA
SPRING CHART 302102 3/8" NPTF )
302104 12"NPTF____|PRONZE
651701 5-30 PSI GREEN 1 302702 1 IBODY 3/8" NPTF
651703 | 20-80 PSI |RED 05704 N NFE STN STEEL
651704 | 65-180 PSI |YELLOW 304105 BRONTE
651702 | 100-300 PSI |BLUE 2 ssamos—| 1 |BONNET TNSTEEL
300129 BRONZE
8 [300719] ! |ADAPTOR STN STEEL
A ~ RECOMMENDED SPARE PARTS 4 1 |pLUG ZINC PLTD STL
(INCLUDED IN REPAIR KITS) 310730 STN STEEL
BUNA-N KIT PN 930000 694002 BUNA-N / NYLON
VITON KIT PN930100 A| 5 [694102 | 1 |DIAPHRAGM VITON / NYLON
EPDM KIT PN 930400 694016 EPDM /NYLON
310703 BUNA-N/SS
A| 8 [310709 | 1 |SEATDISC VITON/ 55
310707 EPDM /S5
314704 STN STEEL
16422 7 314004 ' |STEM MONEL
308102 BRASS
@ 8 I aoa7cs ] 2 |DAPHRAGMPLATE 3033
: 9 | CHART | 1 |SPRING STN STEEL
10| 300700 | 1 [ADJUSTING SCREW _ |STN STEEL
300134 BRASS
11 Fiooreg ] 2 |SPRING RETAINER ~ (BRASS__
(s 12| 531700 | 1 |HEX HEAD CAPSCREW |STN STEEL
A[ 13 [ 685760 | 1 [LOCKWASHER STN STEEL
3 14| 590717 | 1 |REX NUT STN STEEL
15 1692002 | 1 [CAP PVC
16 590712 1 THEX NUT SINSTEEL
OUTLET 17__| 531701 | 4 |HEX HEAD CAPSCREW|STN STEEL
NPTF 611116 i VITON
Al 18 e ! |ORING EPDM
610912 BUNA-N
6 Al 19 [8611912 ] 1 |O-RING VITON
213 914912 EPDM
611010 VITON
Al 20 510 2 |ORING EPDM
611012 VITON
Al 21 o5 1 |O-RING EPDM
700 | 1_|LOCKWASHER STN STEEL
MATERIAL TOLER
UNLESS NOTED
FRACTIONAL 11/64 nﬂlﬂl‘ll Valves tuLsa, okLaHOMA US.A.
DECIMAL +.006 —
NOTED  oecmaL oo 12y MODEL 1340 PILOT _ 3/8"-1/2" NPTF
ANGULAR +1/2° PRESSURE REDUCING
ING. REQD DRAW
RON | 2-15.96 |-SIZE DRAWING NUMBER REV.
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Form No. V-5983

INSTALLATION AND
MAINTENANCE INSTRUCTIONS

2-WAY INTERNAL PILOT OPERATED SOLENOID VALVES
DIAPHRAGM TYPE — 3/8, 1/2 AND 3/4 N.P.T.
NORMALLY OPEN OPERATION

DESCRIPTION

Bulletin 8210 valves are 2-way, normally open internal pilot operated
solenoid valves. Valve bodies and bonnets are of brass or stainless steel
construction. Standard valves have a General Purpose, NEMA Tvpe |
Solenoid Enclosure

Bulletin 8211's are the same as the 8210's except the solenoids are
equipped with an enclosure which 1s designed 1o meet NEMA Type 4 -
Waterright, NEMA Type 7 (C or D) Hazardous Locations - Class |,
Groups C or D and NEMA Type 9 :E, F or Gy Hazardous Locations -
Class [1, Groups E. F or G. Iastallation and Maintenance Instructions
for Explosion-Proof/Watertight Solenoid Enclosures are shown on
Form No. V-5709.

OPERATION

Normally Open: Valve is open when solenoid is de-energized. Valve
closes when solenoid is energized.

INSTALLATION

Check nameplate for correct catalog number. pressure, voltage and
service.

TEMPERATURE LIMITATIONS

For maximum valve ambient and fluid temperatures, refer to chart
below. For higher ambient and fluid temperature limitations, consult
factory. Check catalog number on nameplate to determine maximum
temperatures.

Catalog | Maximum ] Maximum
Construction Coil Number Ambient Fluid
Class Prefix Temp. °F | Temp. °F
ACC truction A None 144 200
-C Constru
(Alternating Current) F FT 122 200
H HT 140 200
D-C Construction | A, F | None, FT 77 180
{Direct Current) orH or HT

POSITIONING

This valve is designed to perform properlv when mounted in any
position. However, for optimum life and performance, the solenoid
should be mounted vertical and upright so as to reduce the possibility of
foreign marter accumulating in the core tube area.

MOUNTING

For mounting bracket (optional feature) dimensions. refer to Figure 1.

PIPING

Connect piping to valve according to markings on valve bodv. Apply
pipe compound sparingly to male pipe threads only; if applied to valve
threads, it mav enter the valve and cause operational difficulty. Pipe
strain should be avoided by proper support and alignment of piping.
When tightening the pipe, do not use valve as a lever. Wrenches applied
to valve body or piping are 1o be located as close as possible to connec-
ton pont.

PRINTED IN MEXICO

1978 Automatic Switch Co.

BULLETINS

8210
8211

_FORM NO. V-5983

IMPORTANT: For the protection of the solenoid valve, instsli a strain-
er or filter suitable for the service involved in the inlet side as close to
the valve as possible. Periodic cleaning is required depending on service
conditions. See Bulletins 8600, 8601 and 8602 for strainers.

WIRING

Wiring must comply with Local and National Electrical Codes. Hous-
ings for all solenoids are provided with connections or accommodations
for 172 inch conduit. The general purpose solenoid enclosure may be

rotated to facilitate wiring by removing the retaining cap or clip.

CAUTION: When metal retaining clip disengages. it will spring upward.
Rotate enclosure 1o desired position. Replace retaining cap or clip
before operating.

NOTE: Alternating Current (A-C) and Direct Current (D-C) solenoids
are built differently. To convert from one (o the other, it is necessary to
change the complete solenoid including the solenoid base sub-assembly,
core, plugnut assembly and coil.

SOLENOID TEMPERATURE

Standard catalog valves are supplied with coils designed for continuous
duty service. When the solenoid is energized for a long period, the sole-
noid enclosure becomes hot and can be touched with the hand only for
an instant. This is a safe operating temperature. Any excessive heating
will be indicated by the smoke and odor of burning coil insulation.

MAINTENANCE

WARNING: Turn off electrical power supply and depressurize valve
before making repairs. It is not mecessary to remove the valve from the
pipe line {or repairs.

CLEANING

A periodic cleaning of all solenoid valves is desirable. The time between
cleanings will vary depending on media and service conditions. In
general, if the voltage to the coil is correct, sluggish valve operation, ex-
cessive noise or leakage will indicate that cleaning is required. Clean
valve strainer or filter when cleaning solenoid valve.

PREVENTIVE MAINTENANCE

1. Keep the medium flowing through the valve as free from dirt and
forcign material as possible.

2. While in service, operate the valve at least once a month 1o insure
proper opening and closing.

3. Periodic inspection (depending on media and service conditions) of
internal valve parts for damage or excessive wear is recommended.
Thoroughly clean all parts. Replace any parts that are worn or
damaged.

ASCO Valves

FLORHAM PARK, NEW JERSEY 07832
‘?m Sﬁ?nth Co. 1878 ALL RIGHTS RESEVED




IMPROPER OPERATION

t.

COIL REPLACEMENT

Faulty Control Circuit: Check the electrical system by energizing
the solenoid. A merallic click signifies the solenoid is operating.
Absence of the click indicates loss of power supply. Check for loose
or blown-out fuses, open-circuited or grounded coil, broken lead
wires or splice connections.

. Burned-Out Coll: Check for open-circuited coil. Replace coil if

necessary.

. Low Voltage: Check voltage across the coil leads. Voltage must be at

least 85% of nameplate rating.

- Incorrect Pressure: Check valve pressure. Pressure to valve must be

within range specified on nameplate.

- Excessive Leakage: Disassemble valve and clean all parts. Replace

worn or damaged parts with a complete Spare Parts Kit for best
results,

(Refer to Figure 1)

Turn off electrical power supply and disconnect coll lead wires. Proceed
in the following manner:

- Remove retaining cap or clip,

spacer, nameplate and housing.
CAUTION: When metal retaining clip disengages, it will spring
upward.

. Slip spring washer, insulating washer, coil and insulating washer off

the solenoid base sub-assembly. Insulating washers are omitted when
a molded coil is used.

- Reassemble in reverse order of disassembly paying careful attention

to exploded view provided for identification and placement of parts.

CAUTION: Solenoid must be fully resssembled as the kousing snd
internal parts are part of and complete the msgnetic circult. Place an
insulating washer at each end of the coil, if required.

VALVE DISASSEMBLY

Depressurize valve and turn off electrical power supply. For brass
construction, refer to Figure 2. For stainless steed constiruction, refer to
Figure 3. Proceed in the following manner:

1.

Disassemble valve in an orderly fashion paying careful attention to
exploded views provided for identification of parts.

- Remove retaining cap or clip and slip the entire solenoid enclosure

off the solenoid base sub-assernbly. CAUTION: When metal retain-
ing clip disengages, it will spring upward.

- Unscrew solenoid base sub-assembly and remove core, plugnut

gasket, plugnut assembly and solenoid base gasket.

. For stainless steel construction, remove adapter and adapter gasket.

. Remove bonnet screws (4), valve bonnet, disc holder sub-assembly,

disc holder spring, diaphragm/spring sub-assembly and body gasket.

. All parts are now accessible for cleaning or replacement. Replace

worn or damaged parts with a complete Spare Parts Kit for best
results.

VALVE REASSEMBLY

1.

2

Reassemble in reverse order, of disassembly paying careful attention
to exploded views provided for identification and placement of parts.

Replace body gasket and diaphragm/spring sub-assembly. Locate
bleed hole in diaphragm/spring sub-assembly approximately 45°
from valve outlet. NOTE: Should diaphragm/spring sub-assembly
become disassembled, be sure to replace the diaphragm/spring
support with lip facing upward towards the valve bonnet.

- Replace disc holder spring and disc holder sub-assembly.

- Replace valve bonnet and bonnet screws. Torque bonnet screws in a

CFissCross manner to 95 + 10 inch-pounds.

ASCO Valves
Automatic Switch Co.

@mm Smh C0~ 1878, ALL RIGHTS RESEVED

. For stainless steel construction, replace adapter gasket and adapter.

Torque adapter 1o 175 + 25 inch-pounds.

. Install solenoid base gasket, plugnut assembly and plugnut gasket.

Position core (small end up for A-C Construction) on plugnut
assembly. For D-C Construction, be sure plugnut assembly and core
are installed with mated ends together.

. Replace solenoid base sub-assembly and torque to 175 + 25 in¢!

pounds.

- Replace solenoid enclosure and retaining cap or clip.
. After maintenance, operate the valve a few times to be sure of proper

opening and closing.

SPARE PARTS KITS

Spare Parts Kits and Coils are available for ASCO valves.
Parts marked with an asterisk (*) are supplied in Spare Parts Kits.

ORDERING INFORMATION
FOR SPARE PARTS KITS
When Ordering Spare Parts or Colis,
Specify Valve Catalog Number,
Serial Number and Voltage.

Figure 1.

PARTIAL VIEW OF
MOUNTING BRACKET
(OPTIONAL)

[s2.]

!’*‘*I.G’és

i

2 MOUNTING HOLES

(mm)
ke~ INCHES

Dimensions for Mounting Bracket

(Optional Feature)

FLORHAM PARK, NEW JERSEY 07832

Form No. V-5983 PRINTED IN MEXICO
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SPACER

HOUSING

COIL

BASEPLATE

SOLENQID BASE
SUB - ASSEMBLY

RETAINING CLIP 3%k

PARTS INCLUDED IN
SPARE PARTS KIT %k

PARTIAL VIEW SHOWING PARTS

SPRING WASHER

INSULATING WASHER
{OMITTED WHEN MOLDED
COIL IS USED)

INSULATING WASHER
{OMITTED WHEN MOLDED
COIL IS USED)

FOR D-C CONSTRUCTION

DRE *

{D - C CONSTRUCTION}

LUGNUT ASSEMSBIL.
{0 -C CONSTRUCTION)

7/8 DIA. HOLE FOR
1/2 INCH CONDUIT

&)
% BONNET SCREW
CORE (SMALL END UP) 3
A-C CONSTRUCTION L
PLUGNUT cASKETE D MOUNTING BRACKET
TWO POSITION
PLUGNUT ASSEMBLY ; / (OPTIONAL)
SOLENOID BASE GASKET . -
L - TORQUE BONNET SCREWS (4)
=) IN A CRISSCROSS MANNER
< A TO 954 10 INCH-POUNDS
N2 ’;
VALVE BONNET N

DISC HOLDER
TORQUE SOLENOID BASE il SUB - ASSEMBLY 3k
SUB-ASSEMBLY TO <L

175% 25 INCH - POUNDS

DIAPHRAGM SPRING K

DIAPHRAGM/SPRING
SUB-ASSEMBLY ¥

e DISC HOLDER
2 SPRING 3K DIAPHRAGM/SPRING
. SUPPORT sk
- )
4 DIAPHRAGM ASSEMBLY 5%

BLEED HOLE

BODY GASKET 3k

LOCATE BLEED HOLE IN
DIAPHRAGM/SPRING SUS -
ASSEMBLY APPROXIMATELY
45° FROM VALVE QUTLET

CAUTION
DO NOT DAMAGE VALVE
SEAT IN ANY MANNER.

VALVE BODY

Bulletin 8210 - 3/8, 1/2 and 3/4 N.P.T. - Brass Construction
General Purpose Solenoid Enclosure Shown.

Figure 2. For Explosion-Proof/Watertight Solenold Enclosure used or Bulletin 8211, See Form No. V-5709.
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RETAINING CLIP K

RETAINING CAP ¢

NAMEP{LATE

PARTS INCLUDED IN
SPARE PARTS KIT 3K

PARTIAL VIEW SHOWING PARTS

HOUS NG i
FCR D CCONSTRUCTION

SPRING WASHER

INSULATING WASHER
(OMITTED WHEN MOLDED
COL IS USED)

CORE*

1D CCONSTRULCTIONY

PLUGNGY ASSEMAL
(0 C CONSTRUCTION

{OMITTED WHEN MOLDED
COIL 1S USED)

BASEPLATE ey

7/8 DiA HOLE FOR
1/2 INCH CONDUIT

SOLENOQOID BASE
SUB - ASSEMBLY

CORg\?SMALL END UP)
A-CCONSTRUCTION

PLUGNUT GASKET*

MOUNTING BRACKET
TWO POSITION
{OPTIONAL)

X

SOLENOID BASE GASKET

ADAPTER

%k

ADAPTER GASKET
TORQUE BONNET SCREWS {4}
IN A CRISSCROSS MANNER

TO95% 10 INCH - POUNDS

© !
N

SO /‘,
VALVE BONNET s eSS0 -~
L /

ot DISC HOLDER
TORQUE ADAPTER AND ;y’; SUB ASSEMBLY % Hr—————DIAPHRAGM SPRING3
SOLENOID BASE == =
SUB - ASSEMBLY TO g '
175+25 INCH - POUNDS S DISC HOLDER "
2 SPRING % Y DIAPHRAGM SPRING
" - SUPPORT %

DIAPHRAGM/SPRING DIAPHRAGM ASSEMBLYH

SUB - ASSEMBLY % BLEED HOLE

CAUTION
DO NOT DAMAGE VALVE
SEAT IN ANY MANNER.

LOCATE BLEED HOLE IN
DIAPHRAGM/SPRING SUB -
ASSEMBLY APPROXIMATELY
S—————VALVE BODY 45° FROM VALVE QUTLET

Bulletin 8216 - 1/2 and 3/4 N.P.T. - Stainless Steel Construction
Geners! Purpose Solenold Enclosure Shown.
For Explosion-Proof/Watertight Solenoid Enclosure used on Bulletin 8211, See Form No. V-5709.

ASCO Valves
Automatic Switch Co. FLORHAM PARK, NEW JERSEY 07932

< Xutomaltic Switch Co. 1976 ALL RIGATS AESEVED

Figure 3.
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EJECTOR 126

DESCRIPTION

MODEL 126 EJECTOR

_ The Model 126 ejector is a simple tee
fitting with a fixed orifice in its inlet port.
It provides the proper supply pressure to
the main valve diaphragm chamber,
allowing various two-way control pilots
to control the valve position.

MunEI. IZE EJEBT"" MATERIAL PART P T-TUBE| STD. USED ON

BIAEHAM NL,:EA,IBOER (l\;I;’T) OB.D. ORI;ICE VALVE SIZES
x : Brass 2 0 8" /18" 125" 1 %"-6"
g{aslscconitm%non / Stainless Brass 214100 1/2" 1/2" .188" 8"-10"
861, LOnsirueton Brass 215100 3/4" 3/4" .188" 12"-16"
316 Stn. Steel | 213700 114" 3/8" 090" 1 %"-6"
316 Stn. Steel | 214700 3/8" 1/2" 125" 8"-10"
316 Stn. Steel | 215700 1/2" 3/4" 188" 12"-16"

Orifice bushings are stainless steel.

NUT

STAINLESS BRASS

ing
,//”M/%
ey

R

FLOW "“\"‘-’JI’WW FLOW L
NUT
The Model 126 Ejector is shown on OCV
Valve Schematics as:
—

EXAMPLE: Shown here on a MODEL 127-3 Pressure Reducing Valve e ==
TOLL FREE 1.888.628.8258 o phone: (918)627.1942 o fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145 .2

email: sales@controlvalves.com e website: www.controlvalves.com u
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FLOW CONTROL VALVE 141-3

DESCRIPTION

The Model 141-3 Flow Control Valve is an adjustable restriction device,
installed in the control circuit tubing. The flow control valve differs from a
standard needle valve in that it includes an internal check valve. Thus it
allows free flow in one direction (through the check) and restricted flow in
the other direction (through the needle). The setting of the flow control
valve meters the flow into or out of the main valve diaphragm chamber,
thus controlling either the
opening or closing speed
of the main valve. These
( % can be installed in series
for separate opening and

closing speed control.

8 7% I 09

. /@\ ditoton of he fow atton
\¥/ on the body.
MODEL 141-3 MATERIAL| PART | INLET/OUTLET| A USED ON
Mm‘mx NUMBER (NPT) VALVE SIZE*
Brass 682100 1/4 238 1 v
Brass 682101 38 2 3/4 2 16"
Brass 682102 112 31/4 810"
Brass 682103 34 378 12"-16"
Stn. Steel | 682700 1/4 238 | 1%-2" s
Stn. Steel | 682701 38 2 3/4 2 46"
Stn. Steel | 682702 12 31/4 810"
Stn. Steel | 682703 34 358 12"-16"

Note: Flow control valve use and size may vary on valve application. Consult factory.

sc“EMA."c OPENING CLOSING The Model 141-3 Flow Control
SPEED CONTROL SO Valve is shown on OCV Valve
SYMBI". Schematics as:

>

\__\ -

EXAMPLE: Shown here on a
MODEL 125 Pump Control Valve
as separate opening and closing
speeds.

TOLL FREE 1.888.628.8258 o phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
email: sales@controlvalves.com e website: www.controlvalves.com
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Inline Strainer 123

DESCRIPTION

The 123 Inline Strainer installs in the inlet side port of the
main valve, and protects the pilot system from solid
contaminates in the line fluid. The screen prevents the
entrance of particles into the pilot system piping while
flow through the main valve washes the screen clean.
Recommended use on petroleum valve applications
where flushing or removal of the screen for cleaning

is not practical or may be considered hazardous.

<(Strainer Shown Installed

DIMENSIONS

PART A B C D E USED ON
NUMBER VALVE SIZE

660704 3/8 | 14 | 1116 | 23/16 | 11/2 11/4"-6"
660705 12 | 3/8 718 214 | 11/2 8"-10"
660706 34 | 1/2 | 11/8 | 23/8 11/2 12"-16"

; i AINPT] - D
MATERIALS ~ [fiine stainers are e { ]
construction.
R
Il

_ piLot _JIIT
Standard 40
SCREEN SIZE  freroersoreen's

FI
!
sizes are available.

“‘\"l

B [NPT] LINE CONN.

sc“EMA“l: The Model 123 Inline Strainer is shown on OCV Valve Schematics as:

SYMBOL

FLOW )

EXAMPLE: Shown here on a MODEL 115-2
Solenoid Valve.

TOLL FREE 1.888.628.8258 e phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
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SITION INDICATOR (LIQUID FILLED) 1951

DESCRIPTION

The Model 155L Visual Indicator is a device that enables the user to determine the extent of
opening of a control valve. It consists of an adaptor threaded into the valve bonnet, a rod
threaded into the main valve stem, a sealed Pyrex sight glass, and a protective aluminum

housing. The indicator rod moves as the valve opens and closes. The 155L may be installed

on virtually any OCV control valve, and can be done so without any disassembly of the valve
itself. Since the assembly is not sealed from the diaphragm chamber of the main valve, it
provides a convenient point for bleeding air via the 1/8" NPT port located at the‘t?ﬁ olf the
sight glass.

~ WHERE USED - The 155L is the standard visual indicator on fuel service valves. v
Optional on virtually any control valve not already employing a limit switch or position LS
transmitter. m
/\ ASSEMBLY NUMBERS I
M"nEl l 55[ 1" HEX ACROSS FLATS \ 255500 1.25.3"
MATRIX ©) == & o
S.S. PIPE PLUG \/ 255503 10" =
1/8 NPT 556707 255504 12"
255505  14-16" (L]
L— -1
l = 10 P—
= [ e BUNA-N SEAL
= B sea -
MATERIAL PART NO. | VALVE TRAVEL
: § | T PYREX SIGHT GLASS =
114"-1172" | 255500 38" sl 116" 316013 ) —
' —
2 255500 12" | ALUM. HOUSING
212" 255500 304" 1.25-0" VALVES = 4 34" : : flo%m =
" 1 10-16" VALVES =6 15/16" | | i)
255500 " | BUNA-N SEAL
693000
4“ 2%501 1 3]8" \-\ . /—
S.5. ADAPTOR
6"- 8" 255502 11/2"-2" 300770
10" 255503 212"
12 255504 3" v
14"-16" 255505 31/2° 4" -

MAX WORKING PRESSURE: 300 PSI MONEL IND. STEM
(LENGTHS VARY WITH

VALVE SIZE)

The Model 155L is shown on OCV Valve
schematics as:

)

SCHEMATIC SYMBOL

Indicator Rod: Monel
Adapter: Stainless Steel
: Housing: Aluminum
Egﬂgﬂf Msohdoemlm S!ght Glass: | Pyrex
120-6 Rate of Flow / Sight Glass Seals: Buna-N

Check Valve

TOLL FREE 1.888.628.8258 o phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
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