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Assumethatitisdesired to openthe valveorincreasethe flow
rate. Thepreset controller energizes both solenoids, releas-
ing pressure from the diaphragm chamber to the outlet side.
Asdescribed above, the main valve opens further, increasing
the flow. Once the controlleris "satisfied", it deenergizes
solenoid (3) only. Thispilot closes, the diaphragm cham-
ber is hydraulically "locked", and the valve maintains its
new position.

Conversely, assume that it is desired to close the valve or
decrease the flow rate. The controller deenergizes sole-
noid pilot(2), opening thispilot. Thisincreases pressureon
the diaphragm chamber from the inlet side. Asdescribed
above, the main valve closes further, decreasing the flow
rate. Once the controller is "satisfied", it again energizes
and closes solenoid pilot (2). The diaphragm chamber is
again hydraulically "locked:, and the valve maintains its
new position.

INSTALLATION

The 115-3 is furnished fully factory assembled and ready
for installation at the appropriate point in the system. The
userisreferred to the Series 65 Basic Valve section of this
manual for full installation details.

Following mechanical installation, the two solenoid pilots
are wired to the controller.

STARTUP

1. Priorto starting the pump, make sure any isolation
valves in the main line are open, i.e., that flow can
be allowed.

Start pump. The main valve should close.

3. Carefully loosen a pipe plug in the main valve
bonnet until fluid appears around the threads.
Whenonly clear fluid (noair)isdischarging, retighten
theplug.

4.  Energizesolenoid 2 and 3. The valve should open.
Withthevalve partially open, deenergize solenoid 3.
The valveshould holdits position.

5. Deenergizesolenoid2. Thevalveshould close. With
the valve partially open, energize solenoid 2. The
valveshould holdits position.

6.  Again,deenergizesolenoid2. Thevalveshouldclose
fully.

7. Thevalvemaynow beplaced in normal operation.

MAINTENANCE

Due to the simplicity of the 115-3 and its pilot system,
required maintenanceis minimal.

1. Periodically check for leaks at fittings and around
flanges and connections. Tighten as required.

2. Periodically check that all electrical connections
are secure.

3. Itisrecommended that the main valve and pilot
diaphragms and seatsbe checked for signs of wear
or deterioration after the first year of operation.
Unless service conditions are unusually severe, a
diaphragm/seat life of 3-5 years can be expected.

TROUBLESHOOTING

In the event of malfunction of the 115-3, the following
guide should enable the technician to isolate the cause of
the problem.

A. MAIN VALVE FAILS TO OPEN
1. Makesuremain lineisolation valves are open.
2. Check forvoltage atcoil of solenoid 3.

(a) Ifno voltage is present, the problem is in the
controller.

(b) Ifproper voltageis present, proceed to Step 3.
3. Check for voltage at coil of solenoid 2.

(a) Ifnovoltageispresent, problemisinthecontrol-
ler.

(b) If voltageis present, proceed to Step 4.

4. Coilofsolenoid 3 burned out or stuck closed. See
SOLENOID VALVE section ofthismanual.

5. Coilofsolenoid 2 burned out, or seat is damaged.
See SOLENOID VALVE s sectionofthismanual.

6. Mainvalvestembindingordiaphragmruptured. See
SERIES 65 ofthis manual.

B. MAINVALVEFAILSTO CLOSE
1. Check for voltage at coil of solenoid 3.
(a) Ifvoltageispresent,problemisinthecontroller.
(b) Ifno voltage is present, proceed to Step 2.
2. Check forvoltage at coil of solenoid 2.
(a) Ifvoltageispresent, problemisinthecontroller.
(b) Ifno voltageis present, proceed to Step 3.
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3. SolenoidPilot3: Stuck openorseatdamaged. See
SOLENOID VALVE section ofthismanual.

4. Solenoid Pilot 2: Stuck closed. See SOLENOID
VALVE section of this manual.

5. Clogged strainer. Clean as required.

6. Main valve stem binding or object in valve. See
SERIES 65 section of this manual.

C. MAIN VALVE OPENS AND CLOSES BUT
WILL NOT MAINTAIN "HOLD" POSITION.

1. Ifvalvedrifts closed, refer to Steps 3 and 5 under
MAIN VALVE FAILS TO OPEN.

2. If valve drifts open, refer to Step 3 under MAIN
VALVE FAILS TO CLOSE.
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MODEL 115-3

SOLENOID CONTROL VALVE
DIGITAL THROTTLING TYPE
(Fuel Service)

OPERATION

SOLENQID 2 SOLENOID 3 MAIN VALVE 1 |

ENERGIZED ENERGIZED OPENS

ENERGIZED DE-ENERGIZED HOLDS

DE-ENERGIZED DE-ENERGIZED CLOSES
ITEM PART NO. QTyY DESCRIPTION

1 65 1 BASIC VALVE ASSEMBLY (Fail Closed)
2 450 1 TWO-WAY SOLENOID PILOT, N.O.
3 451 1 TWO-WAY SOLENOID PILOT, N.C.
4 123 1 INLINE STRAINER
5 -- 1 J-BOX (Optional - Not Shown)
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MODEL 115-3

RON
3-8-00

SOLENOID CONTROL VALVE
DIGITAL THROTTLING TYPE
WITH LIMIT SWITCH
(Fuel Service)

@)

CWTO sLow - CW TO SLOW
CLOSING SPEED. OPENING SPEED.
DO NOT CLOSE FULLY. DO NOT CLOSE FULLY.
FLOW >
OPERATION:
SOL. 2 SOL. 3 VALVE
ENERGIZED ENERGIZED OPENS
DEENERGIZED | DEENERGIZED | CLOSES
ENERGIZED | DEENERGIZED | HOLDS POS.
ITEM PART NO. QTY DESCRIPTION
1 65 1 BASIC VALVE ASSEMBLY (Fail Closed)
2 450 1 TWO-WAY SOLENOID PILOT, N.O.
3 451 1 TWO-WAY SOLENOID PILOT, N.C.
4 141-2 2 NEEDLE VALVE
5 123 1 INLINE STRAINER
6 150 1 LIMIT SWITCH ASSEMBLY (OPTIONAL)
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installation, operating,
and
maintenance instructions

basic control valve

GENERAL DESCRIPTION

The OCV Series 65 is a hydraulically-operated, dia-
phragm-actuated valve. It is available in either a globe
(Model 65) or angle (Model 65A) configuration. The
diaphragm is nylon-fabric bonded with synthetic rubber
and forms a sealed chamber in the upper portion of the
valve, separating operating pressure from line pressure.
An elastomeric seat disc forms a tight seal with the valve
seat when pressure is applied above the diaphragm.

FUNCTIONAL DESCRIPTION

Because the Series 65 is a hydraulically operated valve, it
requires aminimum line pressure of approximately 5 psig
in order to function. The valve functions on a simple
principle of pressure differential. The line pressure at the
inlet of the valve is bypassed through the pilot control
piping to the diaphragm chamber of the valve. This
pressure, together with the valve spring, works against the
pressure under the valve seat. Because the effective area of
the diaphragm is greater than that of the seat, the valve is
held tightly closed. As the controlling pilot(s) allow the
pressure to bleed off the diaphragm chamber, the two
opposing pressures begin to balance and the valve will
begin to open. The valve can be used to perform a simple
on-off function, or with the proper pilot system, a modu-
lating, or regulating function.

In cases where the line fluid is unusually dirty, or is
otherwise unsuitable for operating the valve, an independ-
ent operating pressure source may be employed. The
pressure available from such a source must be equal to, or
greater than, line pressure.

INSTALLATION

In order to insure safe, accurate and efficient operation of
the OCV control valve, the following list of checkpoints
and procedures should be followed when installing the

valve.

1. Make a careful visual inspection of the valve to
insure that there has been no damage to the external
piping, fittings or controls. Check thatall fittings are
tight.

2. Thoroughly flush all interconnecting piping of chips,
scale and foreign matter prior to mounting the valve.

3. Install the valve in the line according to the flow
arrow on the inlet flange. The arrow should point
downstream.

4. Allow sufficient room around the valve for ease of
adjustment and maintenance service.

In addition, it is highly recommended that:

1. Isolation valves (eg., gate or butterfly) be installed
on the inlet and discharge sides of the valve to
facilitate isolating the valve for maintenance.

2. Pressure gauges be installed at the inlet and outlet
sides of the valve to provide monitoring of the valve
during initial start-up and during operation. The
body side ports, if unused by the pilot system,
provide a convenient connection for the gauges.

3. All valves larger than 6" be installed horizontally,
i.e., with the bonnet pointed up, for ease of adjust-
ment and maintenance servicing.

MAINTENANCE

The OCV control valve requires no lubrication and a

minimum of maintenance. However, a periodic inspec-

tion should be established to determine how the fluid
being handled is affecting the efficiency of the valve. In
awater system, forexample, the fluid velocity as well as
the substances occurring in natural waters, such as
dissolved minerals and suspended particles, vary in
every installation. The effect of these actions or sub-
stances must be determined by inspection. It is recom-
mended that an annual inspection, which includes ex-
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" Series 65

amination of the valve interior, be conducted. Particular
attention should be paid to the elastomeric parts, i.e., the
diaphragm and seat disc. Any obviously worn parts
should be replaced.

REPAIR PROCEDURES

In the event of malfunction of the OCV control valve,
troubleshooting should be conducted according to the
procedures outlined for the specific model of valve.
Then, if those steps indicate a problem with the main
valve, this section will outline the procedures necessary
to correct the problem.

Problems with the main valve can be classed in three
basic categories:

1.

VALVE FAILS TO OPEN

a. Diaphragm damaged* - See Procedure A

b. Stem binding - See Procedure B

VALVE FAILS TO CLOSE

a. Diaphragm damaged* - See Procedure A

b. Stem binding - See Procedure B

c. Object lodged in valve - See Procedure B
VALVE OPENS AND CLOSES BUT LEAKS
WHEN CLOSED

a. Seat disc damaged - See Procedure C

b. Seatring damaged - See Procedure D

*A diaphragm failure can prevent the valve from
either opening or closing, depending on the flow
direction. Mostwater service valves flow “under the
seat”, in which case a diaphragm failure will keep
the valve from closing. On the other hand, most fuel
service valves flow “over the seat”, in which case a
diaphragmfailure will keep the valve from opening.
To determine which you have, examine the bridge
mark cast into the side of the valve body, then
compare it with the figures below.

PROCEDURE A : DIAPHRAGM REPLACEMENT

o

Isolate the valve from the system by closing
upstream amd downstream block valves.

Loosen one of the tubing connections on the
bonnet. Allow any residual pressure to bleed off.
Remove all tubing connected at the bonnet.
Remove the bonnet nuts.

Remove the bonnet. If the bonnet sticks in place,
it may be loosened by rapping sharply around its
edge with a rubber-headed mallet. NOTE: 8"
and larger valves are equipped with eye bolts
through which a chain can be fastened to aid in

*©

10.

11.
12.
13.
14.

15.
16.

17.

lifting the bonnet.

Remove the spring.

Remove the diaphragm plate capscrews and the
diaphragm plate.

Remove the old diaphragm.

Making sure the dowel pin holes are in the
proper location, place the new diaphragm over
the studs and press down until it is flat against
the body and spool.

Replace the diaphragm plate and the diaphragm
plate capscrews.

Tighten all diaphragm plate capscrews snugly.
Replace the spring.

Replace the bonnet and reinstall the bonnet nuts.
Tighten the bonnet nuts snugly using a criss-
cross tightening pattern.

Reinstall the control tubing.

Reopen the upstream and downstream block
valves.

Before placing the valve back in service, per-
form the air bleed procedure described in the first
section of this manual.

PROCEDURE B: CORRECTION OF BINDING

1.
2.

Perform Steps 1 thru 6 of Procedure A, above.
Remove the spool assembly fromthe valve. NOTE:

FLOW UNDER SEAT
DIAPHRAGM FAILURE = VALVE FAILS TO CLOSE

FLOW OVER SEAT
DIAPHRAGM FAILURE = VALVE FAILS TO OPEN

On smallervalves, this can be accomplished simply
by grasping the stem and pulling upward. Valves 6"
and larger have the top of the stem threaded to
acceptaneyeboltto aidinlifting the spool out of the
body. 6" thru 12" valves are threaded 3/8-16. 14"
and 16" valves are threaded 5/8-11.

Carefully examine both ends of the stem for deep
scratches, scoring or buildup of mineral deposits.
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Polish the stem if necessary using a fine grade of
emery cloth.

Similarly, examine and polish the upper bushing (in
the bonnet) and the lower guide (in the seat ring).
Reinstall the spool assembly.

Reassemble the valve, following Steps 12 thru 17 in
Procedure A.

PROCEDURE C: SEAT DISC REPLACEMENT

Perform Steps 1 and 2 of Procedure B, above.
With the spool assembly removed from the body,
remove the seat retainer screws.

Slide the seat retainer off the lower end of the stem.
Remove the seat disc from its groove in the spool.
NOTE: The seat disc may fit quite tightly in the
groove. If necessary, itmay be pried out using a thin-
bladed screwdriver or similar tool.

Install the new seat disc in the groove.

Reinstall the seat retainer and tighten the seat re-
tainer screws.

Reassemble the valve, following Steps 5 and 6 of
Procedure B.

PROCEDURE D: SEAT RING REPLACEMENT

NOTE: Itis rare for a seat ring to require replacement.
Minor nicks and scratches in the seating surface can
usually be smoothed out with emery cloth.

1.
2.

Perform Steps 1 and 2 of Procedure B, above.

If you are working on a4" or smaller valve, follow
Steps 3 thru 9, below.

If you are working on a 6" or larger valve, follow
Steps 10 thru 16, below.

*

10.

11.

12.

13.

14.

15.
16.

Seatringsin valves4" and smaller are threaded into
the valve body. Toremove, you will need a special
seatring tool. You may fabricate one using standard
pipe as shown in the sketch below, or one may be
purchased from OCV.

Using the seatring tool, unthread the seat ring from
the body.

Remove the old o-ring from the counterbore in the
body.

Install the new o-ring in the counterbore.

Using the seat ring tool, install the new seat ring.
Reassemble the valve, following Steps 5 & 6 of
Procedure B.

Seatringsinvalves 6" and larger are bolted into the
body with socket head capscrews. In addition you
will note that the seat ring is equipped with addi-
tional threaded holes that may be used for “jacking”
the seat ring out of the body.

Remove the socket head capscrews.

Remove the old seat ring from the body by tempo-
rarily installing two or more of the capscrews in the
“jacking” holes.

Install a new o-ring in the groove of the new seat
ring. Lubricate the o-ring and outer seat ring wall
with Vaseline® or similar lubricant.

Install the new seat ring in the body, making sure
that the capscrew holes line up.

Replace and tighten all the capscrews.
Reassemble the valve, following Steps 5 and 6 of
Procedure B.

THRU HOLE A/R
[FOR CROSS BAR

(4
o
A 4
I /SCHED. 40 PIPE SI1ZE "A"
HB"
|_—"E"SLOTS @ "F"DEGREES
1 "D ./
i
An agn ioe apye = e
VALVE SIZE} PIPE SIZEJMIN. LENGTH] SLOT WIDTH| SLOTDEPTH| NO.OF SLOTS | SLOT SPACING
1-1/4" 3/4" 6" 3/8" 3/8" 2 180°
1-1/2" 3/4" 6" 3/8" 3/8" 2 180°
2" 1-1/2" 7" 3/8" 3/8" 2 180°
2-1/2" 2" 8" 1/2" 1/2" 3 120°
3" 2-1/2" 9" 5/8" 5/8" 2 180°
4" 3" 10" 5/8" 5/8" 2 180°

REVISED 3-17-97
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REV. A SDJ 6-6-02
REV. B SDJ 2-3-02

ANSI
DIM|CLASS

VALVE SIZE

11/4111/2

2

21/2

3

4 6 8 10 12 | 14

16

S.E

8.75 - 8.75

9.88

10.50

13.00

A | 150

8.50 | 8.50

9.38

10.50

12.00

15.00{17.75|25.38/29.75|34.00139.00

40.38

300

8.75 | 8.75

9.88

11.12

12.75

15.62/18.62/26.38|31.12|35.50140.50

42.00

SE

1.44 | 1.44

1.69

1.88

2.25

B | 150

2311250

3.00

3.50

3.75

450 5.50| 6.758.00 | 9.50 |10.62

11.75

300

2.62 | 3.06

3.25

3.75

4.12

5.00]6.25| 7.50/8.75 10.25{11.50

12.75

SE

4.38 | 4.38

4.75

6.00

6.50

C |_150

4.25 ] 4.25

4.75

6.00

6.00

7.50110.00{12.69/14.88|17.00] —

20.81

300

438|438

5.00

6.38

6.38

7.81110.50/13.19(15.56(17.75| —

21.62

SE

3.1213.12

3.88

4.00

4.50

150

3.00 | 3.00

3.88

4.00

4.00

5.50 | 6.00| 8.00{11.38/11.00] -

15.69

300

3.25 | 3.25

412

4.38

4.38

5.811650!8.5012.06/11.75

16.50

ALL

6.00 | 6.00

6.00

7.00

6.50

7.92110.00 11..88 15.38/17.00/18.00

19.00

ALL

3.88 | 3.88

3.88

3.88

3.88

3.8813.8816.3816.38 | 6.38 |6.38

6.38

ALL

6.00 | 6.00

6.75

7.69

8.75

11.75[14.00]21.00124.50|28.00]31.25

34.50

IOimim| ©

ALL

10.00|10.00{11.00

11.00

11.00

12.00/13.00{14.00{17.00}18.00]20.00

20.00

Mt b ehe

N o

NOTE: 3" VALVE DIMENSIONS

] ARE FOR NEW MODEL 3100
(G,
4” VALVE DIMENSIONS ARE FOR
NEW MODEL 4400
O ——-—zl
D
| Y

I —

TOLERANCES |
3 OCVY Control Valves
FRACTIONAL +1/64 TULSA, OKLAHOMA U.S.A.
DECIMAL +£.005
MACH. FINISH 125/ GENERAL VALVE DIMENSIONS
ANGULAR +1/2°
DRAWN BY | DATE

SDJ 10-6-97 SIZE DRAWING NUMBER REV.

CHKD. BY DATE A 65D B




Installation & Maintenance Instructions

2-WAY DIRECT-ACTING SOLENOID VALVES
NORMALLY OPEN OR NORMALLY CLOSED OPERATION
BRASS OR STAINLESS STEEL CONSTRUCTION - 1/87, 1/4", OR 3/8" NPT

SERIES

8262
8263

Form No.V8256R7

IMPORTANT: See separste solencid installation and maistenance in-
strections foc lnformation on: Wiclng, Solencld Temperature, Causes of
Improper Operstion, and Coll or Solenoid Replacement.

DESCRIPTION

Secies 8262 and 8263 valves are 2-way direct-acting geoeral service sole-
noid valves. Valves bodies are of rugged brass or stainless steel. Serics 8262
or 8263 valves may be provided with a general purpose or explosioaproof
solenoid enclosure.

Series 8262 and 8263 valves with suffix “P” ia the catalog number are de-
signed foc dry inert gas and non-lubricated sir scrvice.

OPERATION

Nocmally Open: Valve is opea when solenoid Is de—energited; closed whea
is energized.

Numdlyﬂosd:VﬂnhdosedMsdmoﬂkWopuM
energized.

IMPORTANT: No Miaimum operatiag pressure required.

Manual Operator (Optional)

Manual operator allows manual operation when desired or during an clec-
trical power outage. Two types of manual operators are available - push
type (Suffix MO) and screw type (Suffix MS). To operate valve manually
wilhpush!ypcopcrator.pushslcmnlbaxofvahebodynhrqmds
possible. Valve will now be in the same position as when the solenoid is ener-
gized. Removing pressure from stem will release manual operator to origi-
nal position. To operate valve with a screw type manual operator, rotate
manual operator stem at base of valve body clockwise until it hits a stop.
Valve will now be in the same position as when the solenoid is energized.
Rotate manual operator stem fully counterclockwise before operating valve
electrically.

Flow Metering Devices

Vxlvcsvithmfﬁx‘M‘inaulogmmbetmpmvidedvima_mctcringd&
vice for flow control. Turn stem to right 1o reduce flow; left toincrease flow.

INSTALLATION

Check nameplate for correct catalog number, pressure, voltage, freqt{cncy.
and service. Never apply incompatible fluids or exceed peessure rating of
the valve. Installation and valve maintenance to be performed by qualified
personnel.

Note: Inlet port will either be marked “I” or “IN". Outlet port will be
marked “27.
Future Service Considerations.

Provision should be made for performing seat leakage. external leakage,
and operational tests on the valve with 2 nonhazardous.noncombustible
fluid after disassembly and reassembly.

e Amtomatic SwitthCa MCMUOXIX . AR Rights Reserved

Temperature Limitations

For maximum valve ambient and fluid temperatures, refer 1o charts below.
Check catalog number, coil prefix, suffix, and watt rating oa nameplate to
determine the maximum temperatures.

Catalog Coll Max. Max.
Wattage | Number Class Amblent Fluid
Coll Temp. Temp.
Prefix ‘F °F
6. 10.5. | none, DA
12.4 orS A ” 180
6.10.5 DF. FT
12.4 or SF F 128 180
8.10.5,
12.4 HT H 140 180
none, DP
9.10.7 or SP F ” 180
none, FT A F
9.7 or KT or H 77 120
none, FT A F
11.2 or HT or H 7 150
none, DP
16.7 or SP F 7 200
none, KP
17.1 SP or SO F 125 180
HB, KB
171 SS or SV H 140 180

Catalog Nos 8262B200 and 8262 C200 AC coastruction only and Catalog
Nos.8262B214 and 8262 D200 AC and DC counstruction are limited 10
140°F fluid femperature.

Valves with Suffix V or W that are designed for AC service and normaily
closed operation are for use with No. 2 and 4 fuel oil service. These valves
have the same maximum temperatures per the above table except Suffix W
valves are limited 1o a maximum fluid temperature of 140°F.

Listed below are valtves with Suffix V in the catalog number that are acoept-
able for higher temperatures.

Catalog Number Max. Ambi- | Max. Fluld
Coll Prefix ent Temp.°F Yemp.°F
FT8262, HB8262 .
FT8263, HBB263 12§ 250
8262G, 8263G
HT or HB 8262G
HT or HB 8263G 140 250

*The only exception s the 8262G and 8263G series (Class F coil) at 50
Hertz rated 11.1 and 17.1 watts are limited to 210°F fluid temperature.
Positioning

This valve is designed to perform properly when mounted in any position.
However, for optimum life and performance, the solenoid should be
mounted vertically and upright to reduce the possibility of foreign matter
accumulating in the solenoid base sub-assembly area. Valves with suffix “P~

in the catalog number must be mounted with the solenoid vertical and up-
night.
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Mounting

Refer to Figure 2 for mouating dimeasions.

Piping

Connect piping or tubing to valve mdin;bmartinpouuhrebody.h—
tet poct will either be marked “1” or “IN". Outlet port will be marked “2°.
Wipe the pipe threads clean of cutting oils. Apply pipe compound sparingly
10 male pipe threads oaly. If applied 10 valve threads, the compound aay
enuthenhcmdameopcnﬁomldifﬁeﬂq.hddpipcmﬂnbypmp-
erty supporting and aligning piping. When tightening the pipe, do not use
valve oc solenoid a3 a lever. Locate wrenches applied 1o valve body or piping
as close as passible to coancction point.

LW“MNM&MMWI.M«N&:‘*
sblcfor&euﬂcehvohd.h&ehldﬁk-donwmvﬂwupd\k-
MMW&WWS&MWM
8681 sad 8662 for stralaers.

MAINTENANCE

A WARNING: To prevent the possibility of personal
injury or property damage, turn off electrical power,
depressurize valve, and vent fluid to a safe area before
servicing the valve.

NUlElthnotucmrytoremovcdnnheﬁnmlbepipeﬁncformp-hx

Cleaning

All solenoid vatves should be cleaned pcriodhﬂy.'l‘hctimcb:mndal-
ings will vary depending on the medium and scrvice conditions. In general,
iflhevoluge\othccoﬂhemmmggishnheopcnﬁon.mnohe
o leakage will indicnclhalckanincismqvﬁmilnthemmmemc,huhy
valve operatioa will occur and the valve may fail 10 opea or close. Clean
valve strainer or filter when cleaning the valve.

Preventive Maintenance

1. Knepthemedinmﬂovinﬂhmqhtbcnhcnﬁee&omdM:ndhﬁ
cign material as possible.

2 whncmm,mmwuumuu\uamam
10 insuce propet opeaing and closing,

3. Dependingonthemediumandxmeoodiﬁom.pcriodicimpecﬁo-
of internal valve iotdamgcotmdvevwisrwommcndcd.
nomughlydanalp-ﬂ;l(p‘nSmmotdamged.mla
complete ASCO Rebuild Kit.

Causes of Improper Operation

1. lmmhmum&ecknmwmhmebmmmbe
within range specified on aameplate.

2. Excessive Leakage: Disassemble valve (see Maintenance) and clean
all parts. If parts are worn o damaged, install a compicte ASCO Re-
build Kit.

Valve Disassembly

A WARNING: To prevent the possibility of personal
ilﬁuryorpropertyd;mnge,mmoﬂdectrical power,
depressurize valve, and vent fluid to a safe area before
servicing the valve,

1 Disascmblcvnlveuin;qﬂodedvicﬁforidenﬁﬁathndm

2. Remove solenoid, see scparate instructions.

3. Umﬂ»lcnoidbucnb—ascm&yammtwinspcdﬂ
mmmpuwhmwmwmm
mly.aﬂerNaX)X&—MRmmmmmbly.mm-d
Serics 8263 valves it is not pecessary 10 remove valve scat. Sce
Figure 1. for metering or manual operator constructions.

4. Fotnormllyopcncomtrucﬁon(ﬁgurﬂ)rcmmendap.orma-ul
operator, (not sbown) end cap psk:l.discbo!denpdng.and&c
holder assembly.

5. Allpansmnowaoocsibklodanorrcphcc.lfpamAt:mot
damaged, install a complete ASCO Rebuild Kit.

Form No.V5256R7

Valve Reassembly .
1. Uuexpladedmiondetuﬁutm. oricatation sad placement of

2 motctﬂpskeuwithOWCORNlNC-OlllCompoundlubd-
cant or an equivalent bi silicone grease.

3 Fornormanyopaeommdion(ﬁ;wen.imundhcholdamcm-
bly.diocholdeuprin;.cadapwkenndendapumndopew
u,mmﬁmlm'Nnmuedapamwopmww
90 ¢ 10ia-be (10,2 ¢ 1,1 Nm). For all other valves torque end cap
o manual operator 10 175 & 25 in-Be (198 £ 2.8 Nm).

4. F«ScriamhpplylmnamoutowalTl‘EOPSTOpipe
sealant 10 threads of vaive seat (f removed). Follow manufacturen
Whﬂpplbﬁoao‘pipc:uhnL“xnimﬂﬂnMutM
torque 1o 75 ¢ 10 in-Bs (8.5 ¢ 1,1 Nm).

5. Rephcemkaoiihaepskct.mmmblywithmspﬁngmdwk-
aadmwmbuamummwmmm
bonnet. Nol:F«mmbbumumndtypemmn-
mﬂwideendo(qu’n‘hmmmblyﬁm.dmdeddm
spring from top of core assembly.

6. F«lﬁ'mmwmﬁom.'htwenhcbomelbw: 10
in-Tbs (1021 1,1 Nm).‘lanesoknoidbucmb—aacmblyiol?h
25 in-be (198 ¢+ 2.8 Nm).

7. lmunsokmid.wenpanuaoknoidhmﬁoumnmhchcui-
cal hookup 1o solenoid.

A WARNING: To prevent the possibility of personal
injury or property damage, check valve for proper op-
eration before returning to service. Also perform in-
ternal seat and external leakage tests with a nonhaz-
ardous, noncombustible fluid.

8. Rumﬁneprmremdcloctﬁalpowermpptywvahe.

9. Ahctmintemnceisoompk\ed.opentcthevﬂvcafcwﬁmtobe
mofpropcropentio&Ameunic"dick' signifies the solenoid B
operating.

ORDERING INFORMATION
FOR ASOO REBUILD KITS

Pacts marked with 2a ssterisk (%) In the
cxploded view are supplied in Rebuild Kies.

.mmuﬁumhwmmm
Rebuild Kit number stamped oo the valve sameplate. +

+ l{lhenumberof&ekithnolvisiblc.otdubyindiaﬁng
the number of kits required, and the Catalog Number and
Serial Number of the valve(s) for which they are intended.

Manual

Metering
Device Operator

ettt

body
(1/8 NPT only)
o
t stem

retainer
SCrew

Metering and Manual Operator
Constructions

Figure 1.
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Torque Chart
#¥Bonnet wrench supplied in ASCO Rebuild Kits. Part Name | TOTQue value |  Torque valve
For bonnet wrench only order No. K218-948. inch-Pounds | Newton-Meters
e oy | 175t 25 19.8+2.8
valve bonnet ¥ vaive bonnet 90+ 10 10,2¢ 11
bonnet gasket ¥ vaive seat 75 +10 8.5+1,1

plugnut/core tube
sub-assembly %

¥*

core spring % —— (see note)

(see note)

core assemblyl

body gasket ¥

valve body

(1/8 " NPT brass or valve body

stainless steel) (1/4 " NPT
brass)
mounting bracket
(stainless steel
construction only)
Series 8262
22
£ —
sd
= 31%"’" * Indicates Parts Supplied
in ASCO Rebuild Kits.
-'.
- T )
28 } E&n‘? F—INCHES —
| NG
300- -2 THREAD
Besla 08, \ 2 g
{4 PLACES)
(L))
_ 4 3
7.9 r‘_— ~*1
# T i
I God | asca. |
190-32UNF 28 i
fis.] 1716 {1 DEEP,
'3% 2 HOLES Y i £

(1/8" NPT brass)

solenoid base
sub-assembly ¥

core assembiy¥#
core spring ¥

body gasket %

valve body
(174 © NPT
stainless steel)

solenoid base
sub-assembly #

(see note)

core assembly¥

body gasket ¥#

valve seat

valve body

(brass or
stainless steel)

Series 8263

Note:
Wide end of core spring in core first,
closed end protrudes from top of core.

Figure 2. Series 8262 and 8263, Normally Closed Construction




solenoid base
sub-assembly ¥

core assembly ¥

core spring ¥

valve body
{see note 2)

(Port 3 pluged)

disc holder
assembly

disc spring ¥

body gasket ¥k

end cap

1/4” NPT-Brass

% indicates Parts Supplied
in ASCO Rebuild kit

mounting bracket
optional feature
(see note 1)

mounting bracket

(optional feature)
4 positions

2 self-tapping

screws provided

(see note 4)

valve
bonnet %*

bonnet
gasket ¥

plugnut/core tube
sub-assembly 3K

core spring *
(see note 3)

core assembly ¥

body gasket ¥

valve body (brass)
(see note 2)

(Port 3 pluged)

disc holder
assembly¥k

disc ¥

disc spring¥k

<)——— body gasket ¥

\ @-— end cap

1/8" NPT-Stainless Steel
Figure 3. Series 8262, Normally Open Construction

Yorque Chart
Torque vake Torque vake
Part Name inch-Pounds Newton-Meters
solencid base
b - assembly
X " 1756+ 25 19.8* 2.8
end cap. 1/4 NPT
valve bonnet \
- + +
end cap. 1/8 * NPT 90 £10 10.2 =11
solenoid base
sub—assembly ¥

core spring %
{see note 3)

core assembly ¥k

body gasket ¥

valve body
(see note 2)

(Port 3 pluged)

disc holder
assembly ¥

disc spring ¥

body gasket ¥

end cap

1/4” NPT-Brass

Notes:

1. For mounting, 8 flat surface must be
provided across the entire length of
the bracket. The valve body becomes
secure to bracket, when bracket is
tightened in to position.

2. Body inverted for in-line piping.
inverted 1 is valve inlet and inverted 2
is valve outlet.

3. Wide end of core spring in core first,
closed end protrudes from top of core.

4. Bonnet wrench supplied in ASCO
Rebuild Kit. For bonnet wrench only
order No. K218-948.

Form No.V5256R7

Page 4 of 4

ASCO Valves

m Smh CG 50-60 Hanover Road. Florham Park, New Jersey 07832




Needle Valve 141-2

DESCRIPTION

The Model 141-2 Needle Valve is an adjustable restriction device
installed in the control circuit tubing. The setting of the
needle valve meters the flow into and out of the main
valve diaphragm chamber, thus controlling the
response speed of the main valve. Depending

on the application, the needle valve may be

used as a closing speed control, opening

speed control, or both simultaneously.

<dNeedle Vaives shown
Sizes: 3/4" & 1/4"

MODEL 141-2

M A-"“x MATERIAL PART INLET/OUTLET A USED ON
NUMBER (NPT) VALVE SIZE*
Brass 683100 1/4 2 12
Brass 683101 3/8 21/4 26"
Brass 683102 112 25/8 8™-10"
Brass 683103 3/4 314 12°-16"
Stn. Steel 683700 1/4 2 1%-2
Stn. Steel 683702 3/8 21/4 2%-6"
- Stn. Steel 682704 112 2 5/8 810"
Stn. Steel 683703 3/4 35/8 12"-16"

Note: Needle valve size may vary on valve application. Consult factory.

sc“EMA“[: The Model 141-2 Needle Valve is shown on OCV Valve Schematics as: D‘%
SYMBOL

Closing Opening

St Spesd

EXAMPLE: Shown here on a
MODEL 115-3 DIGITAL VALVE as
separate opening and closing
speed controls.

[FLow >

TOLL FREE 1.888.628.8258 o phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
email: sales@controlvalves.com e website: www.controlvalves.com

Glohal performance. Personal touch.

Needie Valve 141-2




Inline Strainer 123

DESCRIPTION

The 123 Inline Strainer installs in the inlet side port of the
main valve, and protects the pilot system from solid
contaminates in the line fluid. The screen prevents the
entrance of particles into the pilot system piping while
flow through the main valve washes the screen clean.
Recommended use on petroleum valve applications
where flushing or removal of the screen for cleaning

is not practical or may be considered hazardous.

<(Strainer Shown Installed

DIMENSIONS

PART A B C D E USED ON
NUMBER VALVE SIZE

660704 3/8 | 14 | 1116 | 23/16 | 11/2 11/4"-6"
660705 12 | 3/8 718 214 | 11/2 8"-10"
660706 34 | 1/2 | 11/8 | 23/8 11/2 12"-16"

; i AINPT] - D
MATERIALS ~ [fiine stainers are e { ]
construction.
R
Il

_ piLot _JIIT
Standard 40
SCREEN SIZE  freroersoreen's

FI
!
sizes are available.

“‘\"l

B [NPT] LINE CONN.

sc“EMA“l: The Model 123 Inline Strainer is shown on OCV Valve Schematics as:

SYMBOL

FLOW )

EXAMPLE: Shown here on a MODEL 115-2
Solenoid Valve.

TOLL FREE 1.888.628.8258 e phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
email: sales@controlvalves.com @ website: www.controlvalves.com

Glohal performance. Personal touch.

Inline Strainer 123




BALL VALVE 141-4

DESCRIPTION

The Model 141-4 Ball Valve is a Y4-turn shutoff device
used for isolating the pilot system from the main
valve. They are extremely useful for performing

routine maintenance and troubleshooting.

Ball valves are standard on water service valves;
optional on fuel service valves.

MODEL 141-4 MATRIX
MATERIAL PART INLET/QUTLET A B C USED ON
NUMBER (NPT) VALVE SIZE*

Bronze 680100 3/8 13/4 | 31/2 | 17/8 1 %"-6"
Bronze 680101 1/2 2 31/2 | 21/4 8"-10"
Bronze 680102 3/4 3 43/4 [21/4 12"-16"

Stn. Steel | 680700 3/8 2 33/4 |21/8 1 %"-6"

Stn. Steel | 680701 1/2 214 | 334 |21/2 8"-10"

Stn. Steel | 680702 3/4 3 43/4 [21/4 12"-16"

SCHEMATIC
SYMBOL

The Model 141-4 Ball Valve is
shown on OCV Valve

Schematics as:

EXAMPLE: Shown here on a
MODEL 127-4 Pressure
Reducing / Check Valve.

TOLL FREE 1.888.628.8258 o phone: (918)627.1942 e fax: (918)622.8916 @ 7400 East 42nd Place, Tulsa, OK 74145
email: sales@controlvalves.com e website: www.controlvalves.com

Glohal performance. Personal touch.

Ball Valve 141-4






